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Executive SummaryExecutive SummaryExecutive SummaryExecutive Summary    
 

 The city of Gatorsville, Florida has decided to construct a surface water treatment 
plant that will remove arsenic from the groundwater and provide potable water to the 
city.  The population of Gatorsville is 150,000 persons who require a maximum of 120 
gallons/person/day of potable water.  A rapid mix basin employing alum was designed to 
fit the city’s needs.  A type of impeller and corresponding motor were determined, as 
well as the amount of tanks necessary and their inner dimensions. Inflow and outflow 
pipes needed to process the required water were chosen and sized.  Lastly, reinforced 
walls were designed to provide a sound structure for the tank to function accordingly.   A 
cost estimate can be found in Appendix E. 
 The rapid mix basin employing alum was designed based on criteria laid out by 
the city as well as given design specifications.  1st order kinetics was to be assumed and a 
CSTR (Continuously Stirred Tank Reactor) was to be used.  The final alum concentration 
was to be 80% of the original alum concentration.  The city’s water temperature to design 
for was 18°C.  Design was also determined based on standard rapid mix basin design 
criteria; 

- Velocity gradient, G, was made to be between 600-1000 s-1 
- Tank volumes were kept below 8m3 
- Design liquid depth was between 1.1-1.6 times the basin width 
- Impeller diameter was between 0.3-0.5 times the tank diameter width 
- Baffles extended 10% of the tank width 
 
The best design determined to fit the aforementioned criteria resulted in seven  

5.70 m3 rectangular prisms to function as the rapid mix basins. The width of each tank is 
1.9 m, the lengths are 1.0 m and the depths are 3.0 m.  All dimensions were explicitly 
determined to meet specifications. The sizes of the basins were determined based on a 
double bladed Model F 2.24 kW motor with an 80% efficiency rating.  The impeller used 
was a fan turbine with six blades angled at 45°.  Two baffles were designed to be placed 
in the interior of the tank, extending 0.095 meters from the tank wall on the walls 
of dimension 1.90 m.  This equates to the baffles equalling 10% of the tank width.  A 
schematic can be viewed in Appendix D. 

Pipe type and dimensions were chosen and sized for inflow and outflow of each 
basin.  The pipe material used was concrete with diameter of 0.40 m.  Basins were 
designed to be  placed 100 m from the groundwater collection area, equating to a head 
loss of 0.20 m on a slope of 0.002.    

Concrete walls, floors and roofs were sized for adequate thickness and steel 
reinforcement.  A design that was sufficient for all slabs was determined and resulted in a 
slab thickness of 0.25 m and six Grade 60 #3 bars of steel reinforcement at 30 cm on 
center for the roof and floor of the tank and 50 cm on center for the walls of the tank. 24 
bars of reinforcement were therefore used per tank.  A schematic of rebar placement can 
be found in Appendix C. 

This design will supply Gatorsville with the 120 gallons/person/day that is 
required.  Moreover, design choices made regarding the motor and impeller will provide 
for adequate chemical mixing to destabilize the arsenic that currently inhabits the 
groundwater.  Water will remain in the mixing area due to placement of the two baffles. 
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INTRODUCTIONINTRODUCTIONINTRODUCTIONINTRODUCTION    
    

a.a.a.a. explanation of unit operationsexplanation of unit operationsexplanation of unit operationsexplanation of unit operations    

The design process regarding dimensions and instrumentation utilized 
proceeded as follows;  

 
- A detention time of 50 s was determined based on the given reaction rate     

of k=0.005 s-1 (1st order kinetics) and the stipulation of the final alum  
concentration is 80% of the initial alum concentration. 

- The corresponding velocity gradient, G, to the 50 s detention time was noted 
as 700 s-1. 

- A required volume was determined from the necessary flow rate of  
120 gal/person/day for 150,000 people (0.80 m3/s) as 40.0 m3. 

 -    Multiple rapid mix basins were deemed necessary to handle the determined 
                 volume.  The volume capacity of the chosen Double Blade Model F motor 

(175 RPM, 2.24 kW) was determined to be 6.19 m3, and subsequently was      
divided into the required 40.0 m3 to find the number of tanks necessary.  Seven 
tanks at 5.70 m3 were deemed adequate.  The velocity gradient was 
recalculated as 729.63 s-1, which safely exceeded the preliminary calculated 
value of 700 s-1. 

- The impeller diameter was then determined based on usage of a 6 bladed fan  
turbine with blades angled at 45° and an impeller constant, KT, of 1.65.  The  
impeller diameter equals 0.923 m. 

- As per specification, impeller diameter is to be 0.3-0.5 times the width of the  
basin.  A value of 1.90 m was then chosen as the width of the basin. 

- The length of the tank was chosen as 1 m and the corresponding depth to  
provide a volume of  5.70 m3 was determined to be 3.00 m.  The depth was  
checked to be between 1.1-1.6 times the width of the tank, as per normal 
design standards. 

- Two baffles were chosen as a total 10% of the width, or 0.19 m, to extend 
0.095 m into the tank on the two walls of the tank of width equal to 1.90 m. 

 -    Necessary pipe type and dimensions were chosen and calculated by use of 
          the Hazen-Williams equation as 0.40 m for concrete inflow and outflow pipes.   
       Low head loss through the pipe was sought, so tanks are to be placed 100 m  
                  from the groundwater collection sight on a slope of 0.002 allowing for a total   
                  head loss of 0.10 m. 

- Concrete slabs were designed using typical strength and stress equations 
found in the AASHTO/LRFD Design Manual. The tank walls, roofs, and 
floors are adequately supported by a slab thickness of 0.25 m.   

- Steel Reinforcement was determined as six Grade 60 #3 bars on all slabs on 
the tanks.  For the roofs and floors, bars were placed at 0.30 m on center.  For 
the walls, bars were placed at 0.50 m on center. 

 
Note:   Extensive calculations for tank sizing/impeller determination, pipe sizing, and  
            structural calculations can be found in Appendices A, B and C, respectively. 
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B. Explanation of Treatment ChemicalsB. Explanation of Treatment ChemicalsB. Explanation of Treatment ChemicalsB. Explanation of Treatment Chemicals 

 
 The objective of the rapid mix basins that were designed is to employ alum and 
allow for effective coagulation of the harmful arsenic particles.  The final alum 
concentration was designed to be 80% of the initial alum concentration, meaning the 
“lost” alum helped destabilize the negative charges of arsenic which will later allow for 
flocculation, or settling out, of the arsenic from the treated water3. 
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ResultsResultsResultsResults****    
    
    
    

  

  Table 1:  Initial Design Stipulations (given and determined) 
 
 
 
   

Model F Impeller Theoretical 
Power (kW) 2.24 

Model F Impeller RPM (rpm) 175.00 

Model F Impeller RPS (rev/s) 2.92 

Double Blade Model F Actual 
Power (1.8*0.8*kW) 3.23 

Impeller Volume Capacity, VI (m3) 6.19 

Fan Turbine Model (6 blades @ 
45°) Impeller Constant, KT   1.65 

Impeller Diameter, dI (m) 0.923 

              
  Table 2:  Double Blade Model F Impeller w/ Fan Turbine Design Results 

 
 
 
 
 
 
 
 
 
 
 
 

80% Alum Retention, C0/Ct  0.80 (given) 

Reaction Rate, k (s-1) 0.005 (given) 

Detention Time, t (s) 50.00 (determined) 

Velocity Gradient, G (s-1) 700.00 (determined) 

Gatorsville Population (person) 150,000 (given) 

Flow Rate per person, Q (gal/person*day) 120.00 (given) 

Flow Rate, Q (m3/s) 0.80 (determined) 
Water Temperature, T (°C) 18.00 (given) 

Dynamic Viscosity of H2O, µ (N*s/m2) 0.001063 (determined) 

Model "x" Impeller Efficiency (%) 80.00 (given) 
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ResultsResultsResultsResults* Continued* Continued* Continued* Continued 
 
 
    
    
    
    

 
 
    
    
                                         
  
 

                      
 
 
 
 
    
 

 
 Table 3: Rectangular Tank and Concrete Pipe Requirements and Design Results 

 
 
 
 
  

Design Standard 
Parameter Design Standard 

Proposed Design 
Verification 

Velocity Gradient, G 600s-1
→1000s-1 700s-1 

Tank Volumes, VT < 8.0 m3 5.70 m3 

Liquid Depth/Tank Width 1.1→1.6 1.58 

Impeller Diameter/Tank 
Width 0.3-0.5 0.486 

Baffle Width 10% Tank Width .095 m on each side 

   
Table 4:  Proposed Design Verification to Design Standards 

 
 
 
 
*Cost Estimate tables and results can be viewed in Appendix E. 
 
    
    

# Tanks to have V < 8m3   7.00 

Volume of each Tank, VT (m3) 5.70 

Impeller Diameter, dI (m) 0.923 

Rectangular Tank Width, w (m) 1.90 

Rectangular Tank Length, l (m) 1.00 

Rectangular Tank Depth, h (m) 3.00 

Baffle Width, wb (m) 0.095 

Concrete Slab Thickness (m) 0.25 

Grade60 #3 Bars (Walls)   6.00 

Grade60 #3 Bars (Roof)   6.00 

Grade60 #3 Bars (Floor)   6.00 

Inflow/Outflow Pipe Size (m) 0.40 

Pipe Length from 
Groundwater Collection Area (m) 100.00 

Head Loss Through Pipe, hL (m) 0.20 

Pipe Slope, S   0.002 
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DiscussionDiscussionDiscussionDiscussion    
    

 The main objective of the designed rapid mix tank was to provide a functional 
atmosphere for coagulation to occur and destabilize the arsenic charges in the 
groundwater so the arsenic can be easily settled out when they proceed to the flocculation 
chamber1,3.  This called for consideration of motor and impeller type, tank dimensions, 
pipe type and dimensions, and the supporting structure of the tank. The determined 
design was deemed to answer this objective while staying within standard design 
considerations. 
 The Model F Impeller, with a relatively high power of 2.24 kW compared to other 
models on the market, will utilize its' power (at a standard impeller efficiency of 80%) to 
rapidly mix the alum with the target negative charges.  Futhermore, the double bladed 
design will increase the power capacity by 1.8, thus providing an even more powerful 
environment for rapid mixing that will serve to make the final alum concentration 80% of 
the initial alum concentration. 
 The fan turbine with six blades at 45° angles will harbor the power of the double 
bladed Model F impeller while providing for a multi-dimensional mix of particles 
because of the angled blades. The blade configuration provides for axial flow which 
imparts shear in the movement of flow4.  This design will allow for more efficiency in the 
likelihood of the alum colliding with the negative particles. 
 Dimensionally, Model F Impellers provided for the largest tanks that would still 
meet design standards, making 7 tanks an optimal configuration for this design.  Other 
impeller models would have produced more tanks of smaller volume and less power.   
 Necessary pipe sizes to maintain the maximum were determined by use of the 
Hazen-Williams formulation, which is the most common pipe flow formula1.  Pipes were 
chosen as concrete as it’s moderate roughness will provide for more interaction of 
particles. 
   Lastly, the tank needed to be supported by a sound structure that could withstand 
worst case scenario conditions.  The common building material of reinforced concrete 
was chosen based on it’s strength and availability. 
 All design choices were conservative, such as providing the citizens with the 
maximum (120 gal/person/day) flow rate, using the maximum RPM of the Model F 
Impeller, and designing the structure based on an entirely submerged tank. 
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CONCLUSIONCONCLUSIONCONCLUSIONCONCLUSION    
    

The continuously stirred tank reactor designed for Gatorsville, Florida is as 
follows; 

- 7 rectangular tanks @ 5.70 m3 each to provide the necessary 
  flow rate of 120 gal/person/day to the 150,000 persons.  Tanks 
  are 1.0 m in length, 1.90 m in width, and 3.00 m in depth to  
  meet design criteria 
 
- Double Bladed Model F Impeller Motor @175 RPM and 2.24kW with 
  a volumetric capacity of 6.19 m3.  Impeller diameters are 0.923 m. 
 
- A fan turbine impeller with 6 blades @ 45° and an impeller constant, KT,                                
of 1.65 guided the design of the tank dimensions discussed above. 
 
- 0.40 m inflow and outflow concrete pipes.  Incoming pipe from 
 the groundwater collection area is 100 m from the basins, resulting 
in 0.10 m of head loss due to the 0.02 slope. 
 
- 0.25 m thick concrete walls on all tank surfaces. Six GR60 #3 
reinforcement steel bars per wall, roof and floor. 

 
This design will provide the needed flow and needed final alum concentration 

sought.  
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APPENDIX D      
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             APPENDIX E 

 

Cost of Construction and Cost of Maintenance 
 
At G=700s-1 the chart below is interpolated with a total volume for 7 tanks: 
 
 V=7 * 5.2 m3=1400 ft3 
 
The cost is based on estimates made on charts created in 1978.   This gives a construction 
cost of $36,000.  

 
 

 
 

The same is repeated for the maintenance cost. 
 
The energy requirement was estimated to be 260,000 kW-hrs/year. The total maintenance 
cost was estimated to be $40 per year.  
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              APPENDIX E 

 
 

Since the above cost values were determined from charts developed in 1978, the dollar 
amount was adjusted based on a conversion factor5 of 3.10 to account for inflation. The 
cost of energy6 per kWh was taken to be $0.10. This gives the final summary of costs 
adjusted with the appropriate factors: 
 

Cost Type Cost 
Construction $111,600 

Energy $26,000/year 

Materials $124/year 

 
References: 
5. US Dollar Inflation Conversion Factors 
http://oregonstate.edu/Dept/pol_sci/fac/sahr/cv2003.pdf#search=%22inflation%20conver
sion%20dollar%22 
 
6. Energy Costs in Florida 
http://www.progress-
energy.com/aboutenergy/rates/fla_res_rateinsert.pdf#search=%22cost%20of%20energy%
20kwh%20florida%22 
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